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Abstract—Grid-connected photovoltaic (PV) systems with 

relatively high capacity effectively reduce peak load, but because 

of their reverse power flow, they can cause overvoltage along a 

feeder that can exceed five percent of the rated voltage. Modern 

PV systems with the capability of Volt/Var control can mitigate 

overvoltage by either injecting or absorbing reactive power. 

Thus, the objectives of this study are to (1) model a distribution 

network (feeder J1 located in the northeastern United States and 

enhanced by thirteen PV systems) using OpenDSS; (2) use 

actual collected load profile data as input data to the simulation 

model and PV generation output data at 15-minute intervals; 

and (3) calculate the time-series steady-state power flow of the 

distribution network when PV systems generate or absorb 

reactive power. Finally, it addresses overvoltage resulting from 

the deployment of high-capacity grid-connected renewable PV 

systems and mitigation techniques for such overvoltage issues, 

particularly Volt/Var management and control. 

Index Terms--Photovoltaic (PV) systems, time-series steady-state 

power flow, and Volt/Var. 

I. INTRODUCTION 

Grid-connected photovoltaic (PV) systems with relatively 
moderate to high capacity (hundreds of kW to tens of MW) 
have many benefits for electricity producers and distribution 
systems such as reductions in peak load and losses.  However, 
because of their inverter's ability to produce or consume 
reactive power, they also have an ability for reactive power 
management and voltage management on the distribution 
feeder. There are, however, challenges associated with the 
connection of high capacity PV systems in the distribution 
network:  approval from the local utility is required for the PV 
system to actively participate in the voltage regulation of the 
system. The changes in the active and reactive outputs have to 
be coordinated with the local utility in order to stay within the 
service voltage requirements of ANSI C84.1-2011 Range A 
and the other voltage regulation and reactive management 
equipment on the feeder. In addition, protection functions of 
the interconnection system have to respond to abnormal 
conditions in the distribution network in accordance with 
“Table 1” of IEEE Std 1547a-2014. Only under mutual 
agreement of the local utility and the PV operator can other 
static or dynamic voltage and clearing time trip settings be 
permitted [1]. 

A practical study on the integration of high capacity PV 
systems in a distribution network should include the new 
requirements of IEEE Std 1547a-2014 into the voltage and 
reactive power management scheme. However this study only 
focuses on the full potential of the PV Volt/Var application 
when these constraints are not included. A subsequent study 
will look into the practical aspects to assess the differences 
with respect to the cases presented below. 

Many studies have examined the steady-state behavior of 
distribution networks enhanced by grid-connected PV systems 
(with unity power factor). In 2002, one study claimed that 
utility distribution systems would experience a substantial 
increase in distributed generation (DG) systems for the 
following few decades and addressed the issues on the 
changes in reliability, overcurrent protection, and transformer 
connections [2]. After that, another study modeled a 
distribution system, supplied by a transformer of 14 MVA and 
70/10 kV, with a synchronous generator of 3 MW or 6 MW 
and an induction generator of 3 MW or 6 MW; added a PV 
system with a relatively low capacity of 50 kW, the power 
output of which is estimated from irradiance data in the 
Leuven area of Belgium in 5-sec intervals during one year; 
and concluded that voltage fluctuation caused from the PV 
system with relatively low capacity is limited [3]. Another 
study [4] proposed an analytical method based on voltage 
sensitivity analysis for a linearized power system model, 
modeled a 70-bus distribution network with a peak demand of 
3,802.2 kW and 2,694.6 kVar, as a case study, and determined 
maximum limits of acceptable power such as 1,198 kW, 989 
kW, and 706 kW that a DG could inject while not violating 5 
percent of rated voltage at steady state. Using OpenDSS, a 
further study modeled a 12 kV and 10 MW distribution feeder; 
calculated the time-series steady-state power flow of the test 
feeder enhanced by PV systems with a capacity of 20 percent 
of peak demand with the capability of  Volt/Var control; and 
concluded that PV inverters with the appropriate reactive 
power control could increase the hosting capacity (which 
means the allowable maximum capacity) of DG without 
leading to voltage fluctuations [5, 6]. Recently, a study 
modeled  a conventional feeder with two PV systems with 
their total capacity of 2 MW as well as a feeder with a 6-MW 
PV plant; it examined reverse power flow, voltage rise and 
fluctuations, and reactive power fluctuations caused by PV 
systems; and addressed the issues of the impact of grid-
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connected PV systems on voltage rise and fluctuations during 
steady state [7]. More recently, a study modeled 12.47 kV 
distribution feeders using OpenDSS; it investigated the 
impacts of PV with penetration levels of 10, 30, and 50 
percent on voltage, tap changes of regulators, and losses of the 
system; and claimed that existing control settings such as 
regulators and capacitor banks on the feeders enhanced by 
high- penetration PV (50 percent) failed to mitigate voltage 
rise [8]. In 2013, using OpenDSS, one study modeled grid-
connected smart inverters for PV systems with the capability 
of Volt/Var, Volt/Watt, and dynamic reactive power control 
and analyzed their impact on the voltage of distribution 
feeders [9]. Then, another recent study modeled 16 radial 
distribution feeders using GridLAB-D; calculated the steady-
state power flow of the feeders enhanced by either clustered or 
distributed PV systems; and claimed that the maximum 
penetration level of distributed PV systems (not violating the 
limits of voltage) could be 50 percent and that of clustered PV 
systems could be 30 percent [10].  

However, these studies have not performed the steady-state 
analysis of distribution feeders enhanced by relatively high- 
capacity PV systems (e.g., 30 percent) with the capability of 
Volt/Var in high resolution (e.g., 15-min intervals). Therefore, 
this study (1) models feeder J1, which is located in the 
northeastern United States and is enhanced by thirteen PV 
systems with their total capacities of 15 and 30 percent of total 
peak generation [11], using OpenDSS, an open-source 
program useful for calculating steady-state power flow [12]; 
(2) uses, as input data to the simulation model, collected load 
profile data and the generation output data of thirteen PV 
systems installed on the feeder, at 15-minute intervals; and (3) 
examines the time-series steady-state behavior of the feeder 
when PV systems generate or absorb reactive power, which 
means Volt/Var control. Finally, it addresses the overvoltage 
issues caused by the deployment of grid-connected PV 
systems with the capability of Volt/Var control and 
management. 

II. PROBLEM STATEMENT 

Present regulations require that grid-connected DG 
systems, particularly PV systems in this study, maintain a 
terminal voltage within 0.95 to 1.05 PU of rated voltage and 
operate at or near unity power factor [13]. However, to 
maintain terminal voltage within the range, present PV 
systems can inject or absorb reactive power. In addition, since 
various DG systems, including PV systems, wind farms, and 
microturbines, with inverters able to control reactive power, 
are being connected to distribution networks, the objective of 
this study is to (1) calculate the time-series steady-state power 
flow of the distribution network enhanced by such PV systems 
either with or without the capability of Volt/Var control, (2) 
analyze an increase in overvoltage caused from active and 
reactive power injected by grid-connected PV systems, and (3) 
investigate the mitigation techniques on the overvoltage issues 
(e.g., the effect of Volt/Var control), from the perspective of 
time-series steady-state analysis.  

III. REACTIVE POWER CONTROL 

Nowadays, an inverter in a solar PV system can adjust the 

reactive power to be injected to feeders, which is referred to as 
Volt/Var control. Figure 1 illustrates on how a PV inverter can 
control reactive power according to its bus voltage in steady-
state. For example, between Q2 and Q3 in the range of 0.99 
and 1.01 PU of voltage, the PV inverter injects only active 
power. However, if its bus voltage increases above V3 (e.g., 
1.01 PU), the inverter absorbs reactive power, thus operating 
as an inductive load; and if the bus voltage decreases below V2 
(e.g., 0.99 PU), the inverter provides reactive power like a 
capacitive load [14]. This study implements Volt/Var control 
on the inverter model used by OpenDSS [15], the set points of 
which are presented in TABLE I and the minimum and 
maximum reactive power values (Qmin and Qmax) are changed 
from ± 1.0 PU to ± 0.4 PU to avoid violating the maximum 
iteration constraint (for controllers) imposed by OpenDSS. 
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Figure 1.  Example of Volt/Var control [14]. 

 
 

TABLE I.  SET POINTS OF INVERTERS FOR VOLT/VAR CONTROL [5] 
 

PV Bus Voltage (V) Reactive Power (Q) 

Base Voltage of 120 V PU PU 

114 0.9500 Qmax = +0.4 ( = Q1 in Figure 1) 

119 0.9917 Q2 = 0 

121 1.0083 Q3 = 0 

126 1.0500 Qmin = -0.4 ( = Q4 in Figure 1) 

IV. CASE STUDY 

EPRI has published distribution feeder models, including 
“J1, K1, and M1,” on their public domain website for research 
studies on the analysis of the effect of PV systems on 
distribution feeders [11]. This particular study uses feeder J1 
in Figure 2 as a distribution network, which is located in the 
northeastern United States and enhanced by thirteen PV 
systems [11]. TABLE II shows the detailed specification of 
feeder J1 and the PV systems. The feeder operates at a 
nominal line-to-line voltage of 12.47 kV. The total capacity of 
the highly unbalanced local loads (which consist of 1,384 
individual residential, commercial, and light industrial loads at 
a nominal line-to-neutral voltage of 0.24 kV) is 9.39 MW and 
the total power consumption of the feeder at such peak load is 
11.86 MW because of distribution losses. To analyze the 
effect of PV systems on an increase in overvoltage, EPRI has 
installed four three-phase PV systems with a total capacity of 
1,882 kVA and nine single-phase PV systems with a total 
capacity of 114 kVA and measured their generation output in 
1-second, 1-minute, 15-minute, and 1-hour intervals from June 
17, 2012 to June 25, 2012. This study collects the generation 
output of the thirteen PV systems and uses them as input data 
to time-series steady-state power-flow analysis.  



V. SIMULATION RESULTS 

A. Overvoltage Caused by Grid-Connected PV Systems 

Grid-connected PV systems can reduce peak load but they 
may cause an increase in overvoltage along a feeder because 
of their reverse power flow. Figure 3 shows the line-to-neutral 
voltage profile of feeder J1 at a peak load of 9.39 MW for the 
distance of each bus from the substation (in Figure 2), which 
is enhanced by thirteen PV systems with their assumed total 
generation output of 2 MVA. In both the figures, the voltages 
decrease as the distance from the substation increases, but they 
dramatically increase at distances of 5 km, 8 km, and 13 km 
because of operations of voltage regulators. In addition, the 
assumed maximum generation of PV systems presented in 
Figure 3 (b) increases the feeder voltages along the distance of 
feeder J1 at a peak load of 9.39 MW. 

 

Figure 2.  Feeder J1 in the northeastern United States [11, 16]. 

 

TABLE II.  DETAILED SPECIFICATION OF FEEDER J1 AND PV SYSTEMS 

 

Feeder 

Name J1 

The Number of Buses(Nodes) 3,434(4,245) 

Total Peak Generation 

(Total Peak Demand) 
11.86 MW(9.39 MW) 

Nominal Voltages (kVLL) 12.47 and 0.416 

Location Northeastern United States 

The Number of Customers 1,384 

Customer Type Residential, Commercial, Light Industrial 

Length 58 Miles of Primary Lines 

PV 

Total Capacity 2.0 MVA(≈1,996 kVA=1,882+114 kVA) 

The Total Number of PV Sites 2 

The Total Number of PV 

Systems 
13 

 
However, the effect of PV systems presented in Figure 3 

fails to examine not only solar variability conditions such as 
sunny, overcast, highly variable, and rainy days but also 
medium or low demand that varies continuously according to 
customer power consumption. Therefore, to analyze the 
impact of grid-connected PV systems on the voltage profile, 
this study proposes following scenarios: 
1) Thirteen PV systems with their total capacity of 2 MVA (a 

peak power of 1,813.6 kW and about 15.3 percent of a 
total peak generation of 11.86 MW at peak load) are 
installed on feeder J1 with load profile data varying in 15-
minute intervals during a week. 

2) Additional PV systems with their total capacity of 2 MVA 
are also added on the feeder, thus with a total capacity of 4 

MVA (30.6 percent), as an example of high-capacity PV 
systems. 

3) These PV systems operate in 15-minute intervals during a 
week, from June 17 to June 25, 2012, to reflect solar 
variability. The locations of the PV systems are presented 
in Figure 2. 
Figure 4 shows the total generation output of thirteen PV 

systems with a capacity of 2 MVA installed on feeder J1 in 
15-minute intervals on June 17, 2012. This study calculates 
the time-series steady-state power flow of feeder J1 enhanced 
by the PV systems in 15-minute intervals during a week, using 
OpenDSS. Figure 5 indicates the daily generation profile of 
feeder J1 on June 17 when the feeder is enhanced by PV 
systems with their total capacities of 2 MVA followed by an  
additional 2 MVA. In Figure 5, this study assumes that PV 
systems generate only active power at unity power factor [13]. 
Figure 6 depicts the weekly generation profile of feeder J1. 
Since the main objective of PV systems is to reduce the 
consumption of electricity generated by non-solar plants, from 
the perspective of their daily and weekly operations, low- and 
high-capacity PV systems effectively reduce peak demand, 
which can be identified in days 2-6 in Figure 6. 

 
(a) Without PV systems 

 
(b) With PV systems with their assumed total generation of 2 MVA 

Figure 3.  Feeder voltage profile for the distance of each bus from the 

substation at a peak demand of 9.39 MW. 

 



 

Figure 4.  Total generation output of thirteen PV systems with a capacity of 2 

MVA installed on feeder J1 in 15-minute intervals on June 17, 2012. 

 

 

Figure 5.  Daily generation profile of feeder J1 in 15-minute intervals on June 

17, 2012. 

 

 

Figure 6.  Weekly generation profile of feeder J1 in 15-minute intervals. 

 

B. High Penetration of PV and the Effect of Volt/Var 

Figure 7 plots maximum and minimum feeder voltages for 
the generation output of PV systems with a capacity of only 2 
MVA in 15-minute intervals during a week.  It indicates that 
no voltages of the feeder enhanced by PV systems with 
relatively low capacity (15.3 percent) violate the limits of 0.95 
PU and 1.05 PU. Since high-capacity PV systems able to 
control reactive power absorption or generation can be 
connected to power grids, this study assumes that (1) PV 
systems with their total capacities of 2 MVA and 4 MVA are 

installed on feeder J1 and (2) either Volt/Var control is 
available or not. 

 

 
(a) Maximum feeder voltages 

 
(b) Minimum feeder voltages 

Figure 7.  Maximum and minimum feeder voltages for total PV generation 

output with their capacity of 2 MVA in 15-minute intervals during a week. 

 

Figure 8 plots maximum line-to-neutral feeder voltages 
according to total PV generation output in 15-minute intervals 
during the week when Volt/Var control is either available or 
not. In Figure 8 (a), since PV systems inject only active power 
at unity power factor, maximum feeder voltages show an 
increasing pattern as PV generation increases, particularly ten 
points exceed the limit of 1.05 PU. However, in Figure 8 (b), 
PV systems inject or absorb reactive power so that they can 
maintain terminal voltages within a specified range, typically 
within 0.95 to 1.05 PU of rated voltage. Figure 9 shows the 
daily line-to-neutral voltage profile of bus 
“B61252.CUST1.C.3,” one of the buses on feeder J1, in 15-
minute intervals on June 21, 2012. The black solid line shows 
voltages of the case without PV systems, which is referred to 
as “No PV”; the blue dashed line shows voltages of the case 
with PV systems without the capability of Volt/Var control, 
referred to as “PV without V/V”; and the red dash-dotted line 
shows voltages of the case with PV systems with the 
capability of Volt/Var control, referred to as “PV with V/V.” 
PV systems without the capability of Volt/Var control (the 
blue dashed line) increase the voltage much more than the 
other cases, even exceeding 1.05 PU around noon. However, 



PV systems with the capability of Volt/Var control (the red 
dash-dotted line) mitigate the overvoltage by absorbing 
reactive power. Since a PV system can inject or absorb its full 
reactive power according to the P-Q performance curve of an 
inverter (the curve of which is defined by a circle with ± 
maximum Q at P=0), at night, voltages in the case of Volt/Var 
control (the red dash-dotted line) are lower than those of the 
case without the capability of Volt/Var control (the blue 
dashed line). 

 

 
(a) Without Volt/Var 

  
(b) With Volt/Var  

Figure 8.  Volt/Var control of PV systems with total capacities of 2 and 4 

MVA. 

 

C. Techniques for Mitigating Overvoltage Issues 

To mitigate the increase in overvoltage along a feeder 
(caused by active and reactive power injected by grid-
connected DG systems), one can select among various 
strategies: 
1) Adding or reprogramming voltage-controlled capacitor 

banks, load tap change transformers, and voltage 
regulators. Although overvoltage stemming from grid-
connected DG systems may increase the operation of 
voltage-controlled capacitor banks, load tap changer 
transformers, and voltage regulators, and their frequent 

operations reduce their life cycles and increase 
maintenance cycles, their well-coordinated interaction 
with DG systems may mitigate an increase in overvoltage.  

2) Allowing reactive power control. Present regulations 
require that DG systems, including PV systems, wind 
farms, microturbines, plug-in electric vehicles, and 
distribution energy storage systems, operate at or near the 
unity power factor [13]. However, since advanced reactive 
power control techniques such as Volt/Var control (or 
Volt/Var optimization), Volt/Watt control, and dynamic 
Var control, and conservation voltage reduction methods 
have been developing for better voltage regulation, they 
may mitigate increases in voltage. 

3) Reducing or limiting DG system capacity. Since the 
increases in voltage can be significant when high-capacity 
PV systems are installed on lightly loaded feeders, which 
are common in rural areas, reducing or limiting PV system 
capacity may mitigate overvoltage. 

4) Upgrading existing systems. Although it is not economical, 
replacing transformers at the service entrance, upgrading 
primary and secondary conductors, or adding energy 
storage can be a mitigation technique. 
 

 

Figure 9.  Daily voltage profile at bus “B61252.CUST1.C.3” on June 21, 2014. 

 

VI. CONCLUSION 

The main objective of this study has been to analyze the 
time-series steady-state behavior of a distribution network 
when low- and high-capacity renewable PV (photovoltaic) 
systems generate or absorb reactive power (which means 
Volt/Var control). For this purpose, this study (1) has modeled 
feeder J1 (which is located in the northeastern United States 
and enhanced by thirteen PV systems) as an example of a 
distribution network; (2) examined the time-series steady-state 
behavior of the feeder when PV systems generate or absorb 
reactive power; and (3) addressed the overvoltage issues 
caused from the deployment of grid-connected PV systems. 

The results from the time-series steady-state analysis of 
feeder J1 show that grid-connected PV systems can effectively 
reduce peak load. However, high-capacity PV systems (e.g., 
30.6 percent of a total peak generation of 11.86 MW) without 
the capability of Volt/Var control may cause an increase in 
overvoltage along the feeder, even exceeding a voltage of 1.05 



PU. In contrast, PV systems with the capability of Volt/Var 
control could also mitigate voltage rise (caused from grid-
connected PV systems), in other words, not exceeding the 
limit of 1.05 PU. However, this study has not analyzed the 
long-term, typically annual, behavior of a distribution network 
when DG systems such as PV systems, wind farms, and 
microturbines systems are operating. In addition, it has not 
analyzed the other reactive power control methods such as 
Volt/Watt control and dynamic Var control, which can be also 
used to mitigate the overvoltage issues, but the proposed case 
study could be extended for such cases by modeling advanced 
reactive power control and then performing time-series 
steady-state analysis. 
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